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CONTROL CABINET
Electrical schematic diagram
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	U1;V1;W1;PE    +CABINET_C/5.5



	GPS
	-GPS
	多线
	+CABINET_C/8.3
	485A    +CABINET_C/8.3
	485B    +CABINET_C/8.3
	GND    +CABINET_C/8.3
	VCC    +CABINET_C/8.3



	HL
	-HL1
	多线
	x1;x2    +CABINET_C/2.3


	-HL2
	多线
	x1;x2    +CABINET_C/2.3


	-HL3
	多线
	x1;x2    +CABINET_C/2.3



	KA
	-KA2P01
	多线
	13;14    +CABINET_C/7.2


	-KA2VF01
	多线
	A1;A2    +CABINET_C/9.5
	13;14    +CABINET_C/6.4


	-KA3P01
	多线
	13;14    +CABINET_C/7.2



	KAG
	-KAG04
	多线
	A1;A2    +CABINET_C/9.3
	13;14    +CABINET_C/7.3


	-KAG05
	多线
	A1;A2    +CABINET_C/9.3
	13;14    +CABINET_C/7.4



	KAGV
	-KAGV101
	多线
	A1;A2    +CABINET_C/9.5
	1    +CABINET_C/9.7
	5;9    +CABINET_C/11.5
	8;12    +CABINET_C/11.5



	KAKV
	-KAKV101
	多线
	A1;A2    +CABINET_C/9.5
	5;9    +CABINET_C/11.4
	8;12    +CABINET_C/11.5



	KAP
	-KAP01
	多线
	A1;A2    +CABINET_C/9.2
	13;14    +CABINET_C/7.1


	-KAP02
	多线
	A1;A2    +CABINET_C/9.2


	-KAP03
	多线
	A1;A2    +CABINET_C/9.2


	-KAP11
	多线
	A1;A2    +CABINET_C/9.3
	13;14    +CABINET_C/7.5


	-KAP21
	多线
	A1;A2    +CABINET_C/9.4
	13;14    +CABINET_C/7.6



	KAVF
	-KAVF01
	多线
	A1;A2    +CABINET_C/9.5
	13;14    +CABINET_C/6.4



	KK
	-KK1
	多线
	A1;A2    +CABINET_C/9.3
	5;9    +CABINET_C/2.2



	KM
	-KM2P01
	多线
	A1;A2    +CABINET_C/7.2
	1;2    +CABINET_C/5.2
	3;4    +CABINET_C/5.2
	5;6    +CABINET_C/5.2
	11;12    +CABINET_C/7.2


	-KM3P01
	多线
	A1;A2    +CABINET_C/7.2
	1;2    +CABINET_C/5.1
	3;4    +CABINET_C/5.1
	5;6    +CABINET_C/5.1
	11;12    +CABINET_C/7.2



	KMG
	-KMG04
	多线
	A1;A2    +CABINET_C/7.3
	1;2    +CABINET_C/5.3
	3;4    +CABINET_C/5.4
	5;6    +CABINET_C/5.4
	+CABINET_C/9.6


	-KMG05
	多线
	A1;A2    +CABINET_C/7.4
	1;2    +CABINET_C/5.5
	3;4    +CABINET_C/5.5
	5;6    +CABINET_C/5.5
	+CABINET_C/9.6



	KMP
	-KMP01
	多线
	A1;A2    +CABINET_C/7.1
	1;2    +CABINET_C/5.1
	3;4    +CABINET_C/5.1
	5;6    +CABINET_C/5.1
	+CABINET_C/9.5


	-KMP11
	多线
	A1;A2    +CABINET_C/7.5
	1;2    +CABINET_C/5.7
	3;4    +CABINET_C/5.7
	5;6    +CABINET_C/5.7
	+CABINET_C/9.6


	-KMP21
	多线
	A1;A2    +CABINET_C/7.6
	1;2    +CABINET_C/5.8
	3;4    +CABINET_C/5.8
	5;6    +CABINET_C/5.9
	+CABINET_C/9.5



	KR
	-KR
	多线
	+CABINET_C/2.5
	15    +CABINET_C/2.5
	16    +CABINET_C/2.6
	L1    +CABINET_C/2.5
	L2    +CABINET_C/2.5
	L3    +CABINET_C/2.6



	LD
	-LD
	多线
	+CABINET_C/11.1
	B1    +CABINET_C/11.2
	B2    +CABINET_C/11.3
	COM1    +CABINET_C/11.3
	COM2    +CABINET_C/11.2
	GND1    +CABINET_C/11.1
	GND2    +CABINET_C/11.2
	NC1    +CABINET_C/11.3
	NC2    +CABINET_C/11.3
	NO1    +CABINET_C/11.3
	NO2    +CABINET_C/11.2
	R1    +CABINET_C/11.2
	R2    +CABINET_C/11.2
	VCC1    +CABINET_C/11.2
	VCC2    +CABINET_C/11.2



	LS
	-LS01
	多线
	+CABINET_C/9.1


	-LS02
	多线
	+CABINET_C/9.3


	-LS11
	多线
	+CABINET_C/9.6



	MF
	-MF1
	多线
	x1;x2    +CABINET_C/2.6


	-MF2
	多线
	x1;x2    +CABINET_C/2.7


	-MF3
	多线
	x1;x2    +CABINET_C/2.8



	NR
	-NR01
	多线
	+CABINET_C/8.7



	P
	-P01
	多线
	U1;V1;W1;W2;U2;V2;PE    +CABINET_C/5.1


	-P11
	多线
	U1;V1;W1;PE    +CABINET_C/5.7


	-P21
	多线
	U1;V1;W1;PE    +CABINET_C/5.8



	PE
	-PE
	多线
	+CABINET_C/2.4
	+CABINET_C/5.2
	+CABINET_C/5.4
	+CABINET_C/5.6
	+CABINET_C/5.8
	+CABINET_C/5.9
	+CABINET_C/6.3



	PLC
	-PLC
	多线
	+CABINET_C/8.5



	PT
	-PT01
	多线
	+;-    +CABINET_C/10.1


	-PT02
	多线
	+;-    +CABINET_C/10.2



	PW
	-PW1
	多线
	L;+;-;N;PE    +CABINET_C/3.1


	-PW2
	多线
	L;+;-;N;PE    +CABINET_C/3.2


	-PW3
	多线
	L;+;-;N;PE    +CABINET_C/3.3


	-PW4
	多线
	L;+;-;N;PE    +CABINET_C/3.4



	QFES
	-QFES
	多线
	1;2    +CABINET_C/7.7



	QFG
	-QFG01
	多线
	1;2;3;4;5;6    +CABINET_C/6.3
	+CABINET_C/9.4


	-QFG02
	多线
	1;2;3;4;5;6    +CABINET_C/6.4
	13;14    +CABINET_C/9.4


	-QFG03
	多线
	1;2;3;4;5;6    +CABINET_C/6.6
	13;14    +CABINET_C/9.4


	-QFG04
	多线
	1;2;3;4;5;6    +CABINET_C/5.3
	+CABINET_C/9.2


	-QFG05
	多线
	1;2;3;4;5;6    +CABINET_C/5.5
	+CABINET_C/9.2



	QFHL
	-QFHL1
	多线
	1;2    +CABINET_C/2.2


	-QFHL2
	多线
	1;2    +CABINET_C/2.2



	QFKR
	-QFKR
	多线
	1;2;3;4;5;6    +CABINET_C/2.5



	QFMF
	-QFMF
	多线
	1;2    +CABINET_C/2.6



	QFP
	-QFP1
	多线
	1;2    +CABINET_C/3.1


	-QFP01
	多线
	1;2;3;4;5;6    +CABINET_C/5.1
	+CABINET_C/9.2


	-QFP2
	多线
	1;2    +CABINET_C/3.2


	-QFP3
	多线
	1;2    +CABINET_C/3.3


	-QFP4
	多线
	1;2    +CABINET_C/3.4


	-QFP11
	多线
	1;2;3;4;5;6    +CABINET_C/5.7
	+CABINET_C/9.2


	-QFP21
	多线
	1;2;3;4;5;6    +CABINET_C/5.8
	+CABINET_C/9.3



	QFPW
	-QFPW
	多线
	1;2;3;4    +CABINET_C/3.1



	QFSW
	-QFSW
	多线
	1;2;3;4    +CABINET_C/3.7



	QFT
	-QFT1
	多线
	1;2;3;4    +CABINET_C/3.6



	QFVF
	-QFVF01
	多线
	1;2;3;4;5;6    +CABINET_C/6.3



	QFWCU
	-QFWCU
	多线
	1;2;3;4;5;6    +CABINET_C/2.1
	A1;A2    +CABINET_C/7.7



	R
	-R1
	多线
	x1;x2    +CABINET_C/8.1



	SM
	-SM
	多线
	+CABINET_C/11.7
	+    +CABINET_C/11.7
	-    +CABINET_C/11.7
	AL    +CABINET_C/11.8
	COM    +CABINET_C/11.8



	SPD
	-SPD1_ALA
	多线
	11;14    +CABINET_C/9.4


	-SPD2_ALA
	多线
	11;14    +CABINET_C/9.4



	T
	-T1
	多线
	10;20;11;21;PE    +CABINET_C/3.6



	TP
	-TP
	多线
	+CABINET_C/8.4
	+    +CABINET_C/8.4
	-    +CABINET_C/8.4
	+CABINET_C/8.5



	TRT
	-TRT01
	多线
	+CABINET_C/10.2
	+CABINET_C/10.3



	TT
	-TT01
	多线
	+;-    +CABINET_C/10.0


	-TT02
	多线
	+;-    +CABINET_C/10.1


	-TT21
	多线
	+;-    +CABINET_C/10.1


	-TT41
	多线
	x1;x2    +CABINET_C/10.4


	-TT43
	多线
	x1;x2    +CABINET_C/10.5


	-TT45
	多线
	x1;x2    +CABINET_C/10.6



	V
	-V101
	多线
	+CABINET_C/11.4
	BK    +CABINET_C/11.5
	GR    +CABINET_C/11.6
	RD    +CABINET_C/11.4
	WT    +CABINET_C/11.6
	YW    +CABINET_C/11.6


	-V102
	多线
	+CABINET_C/10.7
	B    +CABINET_C/10.7
	E    +CABINET_C/10.8
	O    +CABINET_C/10.8



	VF
	-VF01
	多线
	+CABINET_C/6.2
	24V+    +CABINET_C/6.4
	AI2    +CABINET_C/6.4
	AO1    +CABINET_C/6.5
	CME    +CABINET_C/6.5
	COM    +CABINET_C/6.4
	DI1    +CABINET_C/6.4
	DI2    +CABINET_C/6.4
	DO1    +CABINET_C/6.5
	GND    +CABINET_C/6.4
	GND    +CABINET_C/6.5
	OP    +CABINET_C/6.4
	PE    +CABINET_C/6.3
	R    +CABINET_C/6.3
	S    +CABINET_C/6.3
	T    +CABINET_C/6.3
	T/A    +CABINET_C/6.5
	T/B    +CABINET_C/6.5
	T/C    +CABINET_C/6.5
	U    +CABINET_C/6.3
	V    +CABINET_C/6.3
	W    +CABINET_C/6.3
	+CABINET_C/6.5



	X
	-X1
	多线
	1    +CABINET_C/5.1
	5    +CABINET_C/5.1
	9    +CABINET_C/5.3
	13    +CABINET_C/5.5
	17    +CABINET_C/5.7
	21    +CABINET_C/5.8
	25    +CABINET_C/6.3
	29    +CABINET_C/6.4
	33    +CABINET_C/6.6
	2    +CABINET_C/5.1
	6    +CABINET_C/5.1
	10    +CABINET_C/5.4
	14    +CABINET_C/5.5
	18    +CABINET_C/5.7
	22    +CABINET_C/5.8
	26    +CABINET_C/6.3
	30    +CABINET_C/6.4
	34    +CABINET_C/6.6
	3    +CABINET_C/5.1
	7    +CABINET_C/5.1
	11    +CABINET_C/5.4
	15    +CABINET_C/5.5
	19    +CABINET_C/5.7
	23    +CABINET_C/5.9
	27    +CABINET_C/6.3
	31    +CABINET_C/6.5
	35    +CABINET_C/6.6
	4    +CABINET_C/5.1
	8    +CABINET_C/5.1
	12    +CABINET_C/5.4
	16    +CABINET_C/5.6
	20    +CABINET_C/5.7
	24    +CABINET_C/5.9
	28    +CABINET_C/6.3
	32    +CABINET_C/6.5
	36    +CABINET_C/6.7
	37    +CABINET_C/7.7
	38    +CABINET_C/7.7
	39    +CABINET_C/3.7
	40    +CABINET_C/3.8
	41    +CABINET_C/3.8
	42    +CABINET_C/3.8
	43    +CABINET_C/7.8
	44    +CABINET_C/7.8
	45    +CABINET_C/7.9
	46    +CABINET_C/7.9


	-X2
	多线
	1    +CABINET_C/4.2
	4    +CABINET_C/4.5
	6    +CABINET_C/4.7
	54    +CABINET_C/11.4
	55    +CABINET_C/11.5
	56    +CABINET_C/11.6
	59    +CABINET_C/11.7
	2    +CABINET_C/4.3
	3    +CABINET_C/4.3
	5    +CABINET_C/4.6
	7    +CABINET_C/4.7
	60    +CABINET_C/11.7
	61    +CABINET_C/11.8
	62    +CABINET_C/11.8
	8    +CABINET_C/8.2
	9    +CABINET_C/8.2
	10    +CABINET_C/9.3
	12    +CABINET_C/9.1
	13    +CABINET_C/9.1
	14    +CABINET_C/9.6
	16    +CABINET_C/10.0
	17    +CABINET_C/10.1
	32    +CABINET_C/10.1
	34    +CABINET_C/10.2
	35    +CABINET_C/10.3
	36    +CABINET_C/10.3
	37    +CABINET_C/10.3
	11    +CABINET_C/9.3
	20    +CABINET_C/10.1
	19    +CABINET_C/10.1
	22    +CABINET_C/10.1
	26    +CABINET_C/10.2
	25    +CABINET_C/10.2
	29    +CABINET_C/10.2
	28    +CABINET_C/10.2
	31    +CABINET_C/10.1
	51    +CABINET_C/10.7
	52    +CABINET_C/10.8
	39    +CABINET_C/10.4
	40    +CABINET_C/10.4
	43    +CABINET_C/10.5
	44    +CABINET_C/10.5
	47    +CABINET_C/10.6
	48    +CABINET_C/10.6
	15    +CABINET_C/9.6
	64    +CABINET_C/9.4
	66    +CABINET_C/9.4
	63    +CABINET_C/9.4
	53    +CABINET_C/10.8
	57    +CABINET_C/11.6
	58    +CABINET_C/11.6
	41    +CABINET_C/10.5
	45    +CABINET_C/10.6
	49    +CABINET_C/10.6
	23    +CABINET_C/10.1


	-X3
	单线
	1    +CABINET_C/2.5
	1    +CABINET_C/3.1
	2    +CABINET_C/6.1
	2    +CABINET_C/8.2
	3    +CABINET_C/8.4

	多线
	3    +CABINET_C/9.1
	4    +CABINET_C/9.4
	5    +CABINET_C/9.0
	5    +CABINET_C/10.0
	6    +CABINET_C/10.0
	6    +CABINET_C/10.1
	7    +CABINET_C/10.4
	8    +CABINET_C/10.8
	8    +CABINET_C/11.0
	8    +CABINET_C/11.4
	9    +CABINET_C/11.7
	10    +CABINET_C/11.8
	4    +CABINET_C/9.8
	7    +CABINET_C/10.7


	-X4
	单线
	1    +CABINET_C/3.1
	13    +CABINET_C/11.4
	1    +CABINET_C/8.2
	2    +CABINET_C/8.4

	多线
	2    +CABINET_C/9.0
	3    +CABINET_C/9.1
	3    +CABINET_C/9.4
	4    +CABINET_C/9.1
	4    +CABINET_C/9.7
	5    +CABINET_C/9.5
	5    +CABINET_C/10.1
	8    +CABINET_C/10.1
	10    +CABINET_C/10.3
	11    +CABINET_C/10.7
	12    +CABINET_C/10.4
	12    +CABINET_C/11.1
	13    +CABINET_C/10.7
	14    +CABINET_C/11.2
	15    +CABINET_C/11.7
	6    +CABINET_C/10.1
	6    +CABINET_C/10.2
	7    +CABINET_C/10.2
	7    +CABINET_C/10.3
	9    +CABINET_C/10.2
	9    +CABINET_C/10.3
	10    +CABINET_C/10.8
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	=+CABINET_A-aXRTU
	=+CABINET_A-aXRTU:A
	=+CABINET_A-aXRTU:B
	=+CABINET_B-bXRTU
	=+CABINET_B-bXRTU:A
	=+CABINET_B-bXRTU:B
	=+CONTAINER-CAM
	=+CONTAINER-CAM
	=+CONTAINER-DM:12V-;12V+
	=+CONTAINER-ESB1:NO3;NO3
	=+CONTAINER-FR
	=+CONTAINER-FR:12V
	=+CONTAINER-FR:12V
	=+CONTAINER-FR:COM
	=+CONTAINER-FR:GND
	=+CONTAINER-FR:GND
	=+CONTAINER-FR:NC
	=+CONTAINER-FR:NO
	=+CONTAINER-FR:Relay
	=+CONTAINER-LP01:x1;x2
	=+CONTAINER-LP02:x1;x2
	=+CONTAINER-LP03:x1;x2
	=+CONTAINER-LP04:x1;x2
	=+CONTAINER-S2:13;14
	=+CONTAINER-S3:11;12
	=+CONTAINER-X3:1
	=+CONTAINER-X3:5
	=+CONTAINER-X3:2
	=+CONTAINER-X3:6
	=+CONTAINER-X3:3
	=+CONTAINER-X3:7
	=+CONTAINER-X3:4
	=+CONTAINER-X3:8
	=+CABINET_C-59:65
	=+CABINET_C-AI1
	=+CABINET_C-AI1:A+
	=+CABINET_C-AI1:A-
	=+CABINET_C-AI1:B+
	=+CABINET_C-AI1:B-
	=+CABINET_C-AI1:C+
	=+CABINET_C-AI1:C-
	=+CABINET_C-AI1:D+
	=+CABINET_C-AI1:D-
	=+CABINET_C-AI1:E+
	=+CABINET_C-AI1:E-
	=+CABINET_C-AI1:F+
	=+CABINET_C-AI1:F-
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